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* ALL WELDS TO CONFORMED TO ANSI/AWWA C206—91.
* ALL WORK SHALL BE IN ACCORDANCE OF MANUFACTURER’'S RECOMMENDATION.
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SeECTION

MAIN CONCRETE COLLAR DIM. STEEL

DIA A B C D REINFORCING

36" 2°=0" | 10°=0" | 10°=0" | 2'=0" | #9 @ 8" O.C. E.W.E.F.

24" 1"-9” | 9-0" | 9=0" |2'—=6" | #9 @ 8" O.C. E.W.E.F.

20" 1"-6” | 77=8" | 77—-8" | 2'=0" |#9 @ 12" O.C. E.W.E.F.

16" 1"-3" | 66" | 6'=86" | 1'=6" |#8 @ 12" O.C. E.W.E.F.

12" 1"-2" | 5=-3" | 5=3" |1'=-0" |#7 @ 12" O.C. E.W.E.F,
B” or 8” | 1'=0" | 4-0" | 4'-0" |0'—8" |#6 @ 12" O.C. E.W.E.F.

TEST PRESSURE: 250 P.S.I.
SOIL BEARING PRESSURE: 3000 P.S.F.
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NOTES:
1. 'A’, 'BY, 'C’ & ‘D’ WILL BE DETERMINED BY THE ENGINEER.
2. MEGALUG RESTRAINTS SHALL BE USED ON ALL BENDS.
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